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ARP Program 2009

Accelerated Replacement Program

Replaced 31 miles of CI/Bare Steel 



ARP Program 2009

Accelerated Replacement Program

Moved 2170 inside H.P. meter sets to 
the outside.…..



ARP Program 2010

Ramping up the mileage

Move another ~2000 inside H.P. meter 
sets to the outside.…..





25 Years

Later

1984-2009



Effective Nov. 1, 2009



Pre-Mark before you

call 

(if under 500 feet)





3-day ticket



Ticket valid for 60 days



72 Wisteria
(unusual corrosion issue)





49 CFR PART §192.353(a) Customer Meters 

and regulators: Location

Each meter…must be… protected from 

corrosion



Pope St.
(outdated pipe)





Pope St.
(2nd visit)













Laurel Hill
(vacuum)





49 CFR PART §192.355(a) Customer Meters and 

regulators: Protection from damage.

(a)  Protection from vacuum... If the customer's 

equipment might create a vacuum a device must be 

installed to protect the system.



500 Year Flood



49 CFR PART §192.355(b)(3) Customer Meters 

and regulators: Protection from damage.

(b)(3) Service regulator vents and relief vents…  

must: Be protected from damage caused by submergence 

in areas where flooding may occur.









Plastic Pipe Fusion



49 CFR PART §192.285(b)(1) 

Plastic pipe. Qualifying persons to make joints.

(b)(1)  The specimen joint must be visually examined …after assembly 

…and found to have the same appearance as a joint or photographs 

of a joint that is acceptable under the procedure







NAPSR

Distribution New Construction

St. Louis, Missouri  April 20, 2010 

Inspection findings related to Plastic Materials

http://www.call811.com/




Ripped heater bag and dirty heat plate.



Rusty facing blades, your prone to failure.



Example of a Squeeze off 

tool with the grounding 

wire and rod already 

attached.



What about grounding 

when you cut off a bare 

steel service?







49 CFR PART §192. 281 Plastic pipe.

(c)  Heat-fusion joints.  Each heat-fusion joint on 

plastic pipe must comply with the following:

(1)  A butt heat-fusion joint must be joined by a 

device that holds the heater element square to the ends 

of the piping, compresses the heated ends together, and 

holds the pipe in proper alignment while the plastic 

hardens.



Generic Butt Fusion

Joining Procedure for

Field Joining of

Polyethylene Pipe

TR-33/2006



Coiled pipe is available in sizes through 6” IPS. Coiling may leave a bend in

some pipe sizes that must be addressed in the preparation of the butt fusion

process. There are several ways to address this situation:

1. Straighten and re-round coiled pipe before the butt fusion process. (ASTM

D2513 requires field re-rounding coiled pipe before joining pipe sizes

larger than 3” IPS.)

2. If there is still curvature present, install the pipe ends in the machine in an

“S” configuration with print lines approximately 180° apart in order to help

gain proper alignment and help produce a straight joint. See Figure A 2

3. If there is still a curvature present, another option would be to install a

straight piece of pipe between the two coiled pipes.

Every effort should be made to make the joint perpendicular to the axis of the

pipe.



Alignment of Coiled Pipe Ends Through a Butt Fusion Machine







Reportable Incident 2010 



It was a classic textbook case of 
not following State laws.



A Massachusetts bulldozer 
operator without a valid Rhode 
Island Hoisting license…



And without a valid DigSafe 
number…



Was grading along with 

his bucket…



When he hit something…



And then he hit something again…



Until he ruptured a 100 pound gas line feeding a 

regulator station…





Unfortunately no valve was found to 

minimize outages so a Williamson 

stopper valve had to be installed



With a large cutter…



And a large plug to stop the flow of gas…



After the gas stopped blowing the evidence was found 

on the tip of the bulldozer blade…



A large repair sleeve needed to be welded over the hole.…



Some of the residual gas ignited during welding…



The welding continued into the night…



In conclusion,

100 pounds blowing for numerous 

hours to the tune of 76 miles of 12 

inch pipe…  (San Bruno?)



In conclusion,

The General Contractor had a DigSafe 

number for digging the foundation to 

the new school that was updated every

month for 2 years, except the scope of 

work was never changed.



The End 


